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DRAWING DEVELOPED FOR ML-3/

ML-4 PROJECTS.  FOR ML-1/
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NOTES FOR DESIGNER:

SCALE: NONE

1. WHEN EDITING DETAIL TO SUIT PROJECT, ADD JOB SPECIFIC REQUIREMENTS AND

SITE/BUILDING WATER COMPONENT DETAIL 

(DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

DELETE ONLY THOSE PORTIONS THAT DO NOT APPLY.  TO SEEK A VARIANCE FROM

APPLICABLE REQUIREMENTS, CONTACT THE ESM MECHANICAL POC.

2. REFER TO THE FOLLOWING LANL STANDARDS FOR ADDITIONAL REQUIREMENTS:

ENGINEERING MANUAL'S FIRE PROTECTION, CIVIL, AND MECHANICAL CHAPTERS.A.

BACKFLOW PREVENTER

[SEE ST-D20GEN-1]

PRV STATION

[SEE ST-D2020-2]

BUILDING

WALL

POTABLE

WATER MAIN

CURB BOX VALVE

[SEE ST-G3010-1]

NPWC

PWC

FIRE HYDRANT [SEE ST-G3010-4]

FIRE DEPARTMENT CONNECTION

POST INDICATOR VALVE [SEE

ST-G3010-3]

FIRE RISER & BACKFLOW PREVENTER

[SEE ST-D4010-1]

WATER METER [OPTIONAL,

NOT LANL REQUIREMENT]
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